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Incident Notification 

 

Incident Date: June 19, 2026 
  

Title: McClean Lake Operation – Dangerous Occurrence, Contact with 
Underground Electrical Line 

  

Description: During an excavation activity near the McClean Lake Operation 
gatehouse, an excavator contacted a buried 110-volt electrical cable. 
Work was stopped immediately, the area was secured, and the damaged 
cable was isolated. No employees were injured, and there was no impact 
to worker or public safety. 

  

Resolution: The affected electrical line was isolated, and repairs were initiated. The 
excavation work remained suspended until the area could be assessed 
and the damaged cable repaired. An investigation is underway to 
determine the contributing factors and identify corrective actions to 
prevent recurrence. 
 
An investigation is underway. No effects on the environment, health, or 
safety have been identified. Regulatory authorities have been notified. 

   

  
 


